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Energy Star Portfolio Manager Ratings

Facility Name Rating Baseline Adjusted Energy Use | Energy
(1-100) (1-100) Change From kbtu/sq ft Star
Feb-13 Jun-10 Baseline(%)
Stamping Ground Elementary 95 91 -9.0% 334 Yes
Elkhorn Crossing School 93 82 -18.8% 28.3 Yes
Eastern Elementary 92 80 -19.7% 35.2 Yes
Royal Spring Middle School 91 74 -23.8% 28.2 Yes
Georgetown Middle School 91 77 -21.0% 32.7 Yes
Garth Elementary 89 89 0.3% 38.2 Yes
Southern Elementary 85 80 -7.1% 36.1 Yes
Northern Elementary 84 33 -40.2% 40.2 Yes
Anne Mason Elementary 81 52 -24.7% 38.1 Yes
SCHS/9th Grade/SCMS Campus 80 69 -12.9% 49.3 Yes
Western Elementary 72 48 -19.6% 42.9
Preschool N/A N/A -10.4% 41.3 *
Central Office/Misc N/A N/A -3.6% 76.2
Group Total 85 71 -15.7% 41.4

* Energy Star Does Not Award Energy Star to Preschool Facilities at this time




Energy Management Avoided Costs Summary

Project Description | Refunds/Rebates | Avoided Total Avoided
Received Costs Costs

Rate Change Cost
Savings 2010-2012

Rate Change Cost
Savings 2012-2013

Consumption Savings
2010-2012 t0 2009-2010

Energy Reduction
Projects 2010-2012

Energy Reduction
Projects 2012-2013

Consumption Savings
2012-2013 t0 2009-2010

Total

$142,420 (Refunds)

$43,574 (Rebates,
Credits & Refunds)

$8,304 (Rebates,
Credits & Refunds)

$194,298

$363,998

$155,915

$307,315

$150,511

$977,739

$506,418

$155,915

$307,315

$43,574

$8,304

$150,511

$1,172,037



Results

2010 2011
School Facility Actual Actual
Kwh Kwh

AME 69,357 73,440

Eastern 51,550 24,240

Elkhorn Crossing 50,000 [ESOROA0

Garth 67,870 60,486

GMS 82,240 54,120

9th Grade/Intervention RV 35,160

Northern 66,400 JEEGR]

Central Office 66,652 [EXKAY

Preschool 24518 EFNL
RSMS 109,200 bz
SCHS 327,559 EWAKEAR

SCMS 94,160 75,200

ATC 2,193 KAL)

Southern 75,842 IEONEN)
Stamping Ground 53,791 NI
Westemn 100,270 R
Total 1,301,722 VAREYS

-5.89%

52.98%

10.88%

34.19%

40.93%

29.52%

5.44%

PAVRZ)

-13.88%

10.32%

20.14%

-17.62%

7.60%

17.90%

12.24%

13.53%

2010-2011 YTD Results
2010-11

$ Cost 2009-10 | Actual % Overall | YTD $ Cost

Change [ActualKwh| Kwh [Reduction | Position |  Change
13 $324 WELRVCN 1053025 15.02% [ -$14,012
1 $2,168 | 598451 [ESIN(CRINAA 5 -$3,191
0 so [ 6600 EEIE @ [ o0 $0
9 -$586 GV 692565  -1.77% (A $905
3 $2,232 | 1,185,640 EEIJUEEEEY VN 3 -$12,018
2 $1,934 | 641,160 [ECTOVEEEOEGYN 4 -$4,906
4 $1,556 | 909,200 WRYEIEIRAL 1 -$19,303
12 -$288 (LTWERE 795079 -138% (K $816
5 -$406 CPINVIEN 303668  6.89% 6 -$1,691
14 $1,203 | 1,759,520 [ENRTI WAL 7 -$7,001
10 -$2,682 | 3,981,004 JRECHNMI LI WZLT: 10 -$5,225
6 $1,505 | 1,300,832 ERAIFLIEEERPL 11 -$1,099
15 $39 111590 EERYEIIVEN/N 15 $1,936
11 $457 | 1,016,708 BNARLEESKLN 12 $991
7 -$764 WL 579,792 452% 8 -$2,068
8 $974 | 1,231,334 ENLREIEVEL 9 -$4,109

$13985  [17,048,750 FIRNERLIANENIL $69,974




June

2011 - 2012 YTD Results

School Facility fgtz
Kwh
GMS 54,120
RSMS 124,360
AME 73,440
Eastern 24,240
Garth 60,486
Northern 46,800
Southern 70,080
Stamping Ground 44,160
Western 88,000
Central Office/Misc 63,027
Preschool 19,408
SCHS 293,771
SCMS 75,200
ATC 3,285
9th GArzlgggCn:la;dmal 35.160
Elkhorn Crossing 50,000
Total 1,125,537

2012
Actual
Kwh

49,600
69,120
57,050
19,295
48,475
32,800
53,440
26,000
53,600
53,906
14,607
250,599
67,200
3,350

27,720

30,400

857,162

%

Reduction| Position

8.35%
44.42%
22.32%
20.40%
19.86%
29.91%
23.74%
41.12%
39.09%
14.47%
24.74%
14.70%
10.64%
-1.98%

21.16%

39.20%
23.84%

$ Cost 2010-11
Change |Actual Kwh
15 -$324 1,026,000
1 -$3,961 1,666,520
8 -$1,175 1,053,025
10 -$355 556,063
11 -$861 692,565
5 -$1,004 652,800
7 -$1,193 1,029,878
2 -$1,302 579,792
4 -$2,467 1,176,750
13 -$654 795,079
6 -$344 303,668
12 -$3,096 3,911,599
14 -$574 1,286,240
16 $5 137,308
9 -$534 576,000
3 -$1,406 676,000
-$19,245 | 16,119,287

2011-12
Actual
Kwh

936,000

1,478,120

953,160
493,439
664,535
529,200
942,560
542,400

1,070,400

726,297
264,823

3,675,657

989,360
124,961

523,080

588,400

14,502,392

%

Reduction| Position

8.77%
11.30%
9.48%
11.26%
4.05%
18.93%
8.48%
6.45%
9.04%
8.65%
12.79%
6.03%
23.08%
8.99%

9.19%

12.96%
10.03%

overall | YTD $ Cost
Change
11 -$6,740
5 -$14,109
7 -$7,479
6 -$4,690
16 -$2,099
2 -$9,256
13 -$6,539
14 -$2,800
9 -$7,964
12 -$5,151
4 -$2,909
15 -$17,669
1 -$22,233
10 -$925
8 -$3,963
3 -$6,560

-$121,088




February

School Facility

2012
Actual
Kwh

2013
Actual
Kwh

97,600

107,600

81,767

51,067

59,218

64,400

78,080

50,960

102,000

83,232

31,070

273,502

83,680

16,555

41,160

52,000

GMS 95,200
RSMS 158,480
AME 93,951
Eastern 50,711
Garth 56,787
Northern 64,800
Southern 88,960
Stamping Ground 51,680
Western 102,400
Central Office/Misc 81,021
Preschool 32,186
SCHS 275,902
SCMS 90,400
ATC 17,361
9th Grade/Cardinal Acad. | 42,360
ECS 58,800

Total

1,360,999 [uEvagR:icki

%

Reduction| Position

-2.5%

32.1%

13.0%

-0.7%

-4.3%

0.6%

12.2%

1.4%

0.4%

-2.7%

3.5%

0.9%

7.4%

4.6%

2.8%

11.6%

6.4%

2012 - 2013 YTD Results
2012-13

$ Cost 2011-12 | Actual % Overall | YTD $ Cost

Change |Actual Kwh| Kwh Reduction| Position Change
14 $188 YAV 675200 0.4% 9 -$185
1 -$3,985 ARl 866,280 19.6% 1 -$15,826
2 -$954 681,350 [GII T4 W) 5 -$1,605
13 $28 LYWYSEl 366,918 -3.5% 13 $930
16 $190 IkNac Il 447,950 1.3% 8 -$436
11 -$31 ZRI 373,000 -3.7% 15 $1,017
3 -$852 GLETOM 629,920  4.3% 4 -$2,141
9 -$56 CY(XTIO 380,480 -1.0% 11 $287
12 -$31 [(PX O 679,600 10.8% 2 -$6,160
15 $173 IR 522380 -1.4% 12 $526
7 -$87 NI 199,528  -6.8% 16 $952
10 -$188 PRSP ROl 2 494,524  0.3% 10 -$631
5 -$526 (IR 690,480  1.6% 7 -$831
6 -$63 102,583 [EeIeR:ZLe 2.7% 6 -$204
8 -$94 RO 379,920 -3.7% 14 $1,014
4 -$533 IR 390,400  8.4% 3 -$2,691

-$6,822 | 10,208,908 EeRHMCol: N WL -$25,984




Electrical Energy Cost Comparison to Last Year

July 2012 - February 2013 S Cost Change
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Note: The Schools with the Lowest Bars are doing the Best Job in Reducing Costs
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Monthly Energy Reduction Award

e Started Awards in November 2009

e Awards Presented at Schools to Staff and or School
Energy Committee

* 15t — Royal Spring Middle School - 8 Months
e 2" - Northern Elementary - 7 Months

e 3/ - Anne Mason Elementary - 6 Months

e 34 _ Scott County Middle School - 6 Months
e 5th _ Eastern Elementary - 4 Months

e 6" — Georgetown Middle School - 3 Months









Northern ElementaryﬂFacts

* In February 2010 US EPA Energy Star Portfolio
Manager Rating was only 23 — Lowest in District

e Supporting Principal

* Great Teacher/Leader with Passion for Saving Energy
* Developed an Awesome Student Energy Team

* New Head Custodian that bought in to Saving Energy
e Staff that supported the efforts

e Current Rating is 84 and Earned Energy Star in 2012

* Selected as one of three Kentucky Schools for the
Green Ribbon Schools Award in 2013



Northern Elementary Celebration

* Northern Elementary in US-EPA National Building
Competition
e Placed 1t in Kentucky
e Placed 5t for all Schools Nationwide
e Placed 13" for all Buildings Nationwide
® Celebration was Friday, December 16, 2011 @ 10:00 am

* Dr. Holliday, Kentucky Commissioner of Education
was the Featured Speaker



Questions ?

Jim McClanahan

Energy Manager/Assistant Director of Maintenance
Scott County Schools
2168 Frankfort Pike
Georgetown, KY 40324
(502) 570-3004
Jim.mcclanahan@scott.kyschools.us



